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C136HP-SD 230.DWG 5/2005

C136HP/SD
230-VAC, 22.5-AMPS.

NOTE: THIS DIAGRAM IS ONLY FOR C136HP FURNACES EQUIPPED WITH THE MODEL SD CONTROL

30-AMP
POWER CORD

NOTE: HEATING ELEMENTS ARE MOUNTED IN LARGE PLATES.


	Model

